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RECORD OWNER
MARCH INLAND PORT AIRPORT AUTHORITY, A PUBLIC AGENCY
LEGAL DESCRIPITION

THE LAND REFERRED TO HEREIN BELOW IS SITUATED IN THE CITY OF RIVERSIDE, COUNTY OF
RIVERSIDE, STATE OF CALIFORNIA, AND IS DESCRIBED AS FOLLOWS:

THAT PORTION OF THE SOUTHEAST QUARTER OF SECTION 25, TOWNSHIP 3 SOUTH, RANGE 4 WEST,
SAN BERNARDINO MERIDIAN, IN THE COUNTY OF RIVERSIDE, STATE OF CALIFORNIA, ACCORDING TO THE
OFFICIAL PLAT THEREOF, WHICH LIES WITHIN THE FOLLOWING DESCRIBED BOUNDARIES:

BEGINNING AT THE INTERSECTION OF THE NORTHWESTERLY BOUNDARY OF PARCEL 13 AS SHOWN ON
MAP FILED IN BOOK 110, PAGES 30 TO 40 INCLUSIVE, OF RECORDS OF SURVEY, IN THE OFFICE OF
THE COUNTY RECORDER OF SAID COUNTY, WITH THE WESTERLY LINE OF HEACOCK STREET, 60.00
FEET WIDE, AS SHOWN ON MAP FILED IN BOOK 124, PAGES 69 TO 81 INCLUSIVE, OF SAID RECORDS
OF SURVEY; THENCE SOUTH 00* 26' 32" WEST ALONG SAID WESTERLY LINE 1486.41 FEET TO A POINT
IN THAT CERTAIN COURSE DESCRIBED AS HAVING A BEARING AND LENGTH OF "SOUTH 89" 28’ 06"
WEST 260.12 FEET" IN THE SOUTHERLY BOUNDARY OF THAT CERTAIN PARCEL OF LAND DESCRIBED AS
EXHIBIT "A” IN DEED RECORDED APRIL 30, 2015 AS DOCUMENT NO. 2015-0176413, OF OFFICIAL
RECORDS, IN THE OFFICE OF SAID COUNTY RECORDER; THENCE ALONG SAID SOUTHERLY BOUNDARY
AS FOLLOWS: NORTH 89' 33’ 45" WEST 230.12 FEET TO THE BEGINNING OF A TANGENT CURVE
THEREIN CONCAVE SOUTHERLY AND HAVING A RADIUS OF 275.00 FEET; THENCE WESTERLY AND
SOUTHWESTERLY ALONG SAID CURVE THROUGH A CENTRAL ANGLE OF 28° 36' 12" A DISTANCE OF
137.29 FEET; THENCE TANGENT TO SAID CURVE SOUTH 61° 50° 03"

WEST 643.94 FEET TO THE BEGINNING OF A TANGENT CURVE, CONCAVE SOUTHEASTERLY AND HAVING
A RADIUS OF 275.00 FEET; THENCE SOUTHWESTERLY ALONG SAID LAST MENTIONED CURVE THROUGH
A CENTRAL ANGLE OF 14° 58' 19" A DISTANCE OF 71.86 FEET; THENCE TANGENT TO SAID LAST
MENTIONED CURVE SOUTH 46° 51’ 44" WEST 72.73 FEET TO A POINT IN THAT CERTAIN COURSE
DESCRIBED AS HAVING A BEARING AND LENGTH OF ‘NORTH 29° 07' 37" WEST 3546 FEET IN THE
NORTHEASTERLY BOUNDARY OF THAT CERTAIN PARCEL OF LAND DESCRIBED AS EXHIBIT A IN DEED
RECORDED MAY 12, 2005 AS DOCUMENT NO. 2005-0377594, OF SAID OFFICIAL RECORDS; THENCE
ALONG SAID LAST MENTIONED CERTAIN COURSE NORTH 28° 09° 28" WEST 26.34 FEET TO THE
NORTHEASTERLY CORNER OF SAID LAST MENTIONED CERTAIN PARCEL OF LAND; THENCE ALONG THE
NORTHWESTERLY BOUNDARY OF SAID LAST MENTIONED CERTAIN PARCEL OF LAND SOUTH 62° 02' 33"
WEST 608.87 FEET; THENCE AT RIGHT ANGLES TO SAID LAST MENTIONED COURSE NORTH 27° 57 27"
WEST 897.73 FEET T0 THE NORTHWESTERLY BOUNDARY OF SAID PARCEL 13; THENCE ALONG SAID
LAST MENTIONED NORTHWESTERLY BOUNDARY THE FOLLOWING DESCRIBED TWO COURSES: NORTH 26°
49’ 10" EAST 459.32 FEET AND NORTH 61° 50° 52" EAST 2,060.07 FEET TO THE PONT OF
BEGINNING.

FOR LEASEHOLD ESTATE CREATION.
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THE LAND SHOWN ON THIS SURVEY LIES ENTIRELY
WTHIN FLOOD ZONE D', BEING DESCRIBED AS
"AREAS OF UNDETERMINED FLOOD HAZARDS™ PER
FLOOD  INSURANCE ~ RATE ~ MAP  (FIRM) -
COMMUNITY PANEL NUMBER 06065C07656, DATED
AUGUST 28, 2008.

AREA
THE GROSS LAND AREA IS:
2441,104 SF / 56.04 ACRES

BENCHMARK
THE CONTOURS AND ELEVATIONS SHOWN HEREON
ARE BASED ON THE FOLLOWING BENCHMARK:

BM No.: Z 8778  ELEV. 1528.86" (COUNTY OF
RIVERSIDE BENCHMARK)

DATUM: NAVD 88

DESCRIPTION: 1 4" IP W/LS 5137 PLUG DN. 0.35"
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LEGEND:

% EXISTING MONITORING WELL

E EXISTING EXTRACTION WELL

NOTE: ALL WELLS SHOWN HEREON WITHIN PROPOSED SITE DEVELOPMENT WILL BE
REMOVED, RELOCATED, AND/OR ADJUSTED TO GRADE PER SEPARATE PLAN & PERMIT

PROCESS.
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160 S. 0ld Springs Road

Suite 210
Anaheim Hills, CA 92808

714-685-6860

Engineering, Inc.

Civil Engineering/Land Surveying/Land Planning

DATE:

NO.: |REVISION:

RIVERSIDE COUNTY, CA
EXISTING GRADE SITE PLAN

MARCH INLAND PORT AUTHORITY
CARGO GATEWAY D1 PARCEL

PROJECT:
DRAWING NAME:

ISSUE: CONCEPTUAL

DATE: 1/23/2023

CHECKED: JB  DRAWN:NS

DRAWING FILE: 20-522 CG

PROJECT NO.: 20-522

JSHEET NUMBER:

OF 11 SHEETS

SCALE: AS SHOWN

NOT FOR CONSTRUCTION

CFG:

Jan 23 2023 3:47pm,

Jan 23 2023 3:46pm PLOTTED BY: JAY, ON:

FILENAME: M:\2020\20-522 Riverside Meridian Base D1 Parcel\CG\20—-522 cg!01 sp.dwg, LAST SAVED ON:
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CONSTRUCTION NOTES:

CONSTRUCT AIRCRAFT AC SHOULDER PAVEMENT PER GEO-TECH

yd L7 \ ‘ S M
N\ o P\ ’ ’ - RECOMMENDATIONS

ULVERT
/‘ TED FU (2) CONSTRUCT ARCRAFT PCC PAVEMENT PER GEO~TECH
e
e
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1

RECOMMENDATIONS
GONSTRUCT DROP INLET 3’ UN..
(13) CONSTRUCT SECURTY FENCE PER AR FORCE STANDARD
[ ] G consTRUCT AC PAUING FOR PERMETER PATROL ROAD

GENERAL NOTES:

1. GC SHALL AT MINIMUM FOLLOW AND IMPLEMENT BMP
RECOMMENDATIONS AS OUTLINED BY CASQA FOR WORK.

2. GC TO OBTAIN NECESSARY ENCROACHMENT PERMIT FOR ANY/ALL
WORK IN THE PUBLIC RIGHT-OF-WAY.

3. AL WORK IN THE PUBLIC RIGHT-OF-WAY TO CONFORM TO
STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION
(CURRENT EDITION) AND AS AMENDMENTS AND SPECIFICATIONS BY

\
[

M liﬁ

11

MJPA.

4. GC TO PROVIDE NECESSARY TRAFFIC CONTROL/MANAGEMENT PLAN
FOR PERMITS.

5. EXISTING UTILITIES SHOWN HEREON MAY REQUIRE ADJUSTMENT TO
FINAL FINISH GRADE

6. EXISTING MONITORING WELLS LOCATED THROUGHOUT THE SITE WILL
BE REMOVED, RELOCATED, AND/OR ADJUSTED TO FINAL FINISH
GRADE.

7. GC SHALL COORDINATE WITH LANDSCAPE PLANS TO ACHIEVE FINISH
GRADES SHOWN HEREON. (FINISH L/S GRADES TYPICALLY 1" — 2°
BELOW ADJACENT HARDSCAPE FEATURES).

8. SIGNING, STRIPING, AND PAVEMENT MARKING SHOWN HEREON ARE
FOR REFERENCE; SEE ARCHITECTURAL PLANS FOR DETAILS.

9. SEE ARCHITECTURAL PLANS FOR SITE LIGHTING.

10.  DETECTABLE WARNINGS SHOWN AT LOCATIONS SHOWN HEREON
SHALL BE FEDERAL YELLOW CONFORMING TO CBC.

11, ALL NON-METALLIC UNDERGROUND CONDUIT AND PIPE SHALL BE

INSTALLED WITH CHRISTY'S (OR APPROVED EQUAL) DETECTABLE
TAPE.

12, PRIVATE WATER AND SEWER PIPE INSTALLATION SHALL MAINTAIN:
12.1. 1" HORIZONTAL SEPARATION (WALL TO WALL)
12.2. WATER CROSSES OVER SEWER WITH MIN. 1" VERTICAL
SEPARATION

MATCHLINE SEE SH-3
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13.  LANDSCAPING SHOWN HEREON PER SEPARATE PLANS, PREPARED BY
QUALIFIED LANDSCAPE DESIGN PROFESSIONAL
13.1. PLANT SELECTION SHALL AVOID CREATION OF WILDLIFE
ATTRACTANTS WHICH MAY BE HAZARDOUS TO AVIATION.
13.2. LANDSCAPE VEGETATION SUPPLIED AND INSTALLED SHALL BE IN
ACCORDANCE WITH SITE SPECIFIC LANDSCAPE PLANS.
13.3. ANY PLANT MATERIAL NOT IDENTIFIED ON PLANS SHOULD BE
APPROVED BY AN FAA—QUALIFIED AIRPORT WILDLIFE BIOLOGIST.
13.4. LANDSCAPED AREAS SHALL HAVE DRIP OR SPRAY IRRIGATION
INSTALLED PER SITE SPECIFIC LANDSCAPE PLANS.
14, GRADING AND LANDSCAPING SHALL BE INSTALLED IN A MANNER TO
AVOID CREATION OF STANDING WATER AREAS (WILDLIFE ATTRACTANT.)
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GRAPHIC SCALE: 1 INCH = 40 FT
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CONSTRUCTION NOTES:

CONSTRUCT AIRCRAFT AC SHOULDER PAVEMENT PER GEO-TECH
RECOMMENDATIONS

CONSTRUCT AIRCRAFT PCC PAVEMENT PER GEO-TECH
RECOMMENDATIONS

CONSTRUCT DROP INLET 3 U.N.O.
CONSTRUCT SECURITY FENCE PER AR FORCE STANDARD
CONSTRUCT AC PAVING FOR PERIMETER PATROL ROAD

MONITORING WELL TO BE REMOVED, RELOCATED, OR ADJUSTED TO
GRADE

GENERAL NOTES:

1.

2.

GC SHALL AT MINIMUM FOLLOW AND IMPLEMENT BMP
RECOMMENDATIONS AS OUTLINED BY CASQA FOR WORK.

GC TO OBTAIN NECESSARY ENCROACHMENT PERMIT FOR ANY/ALL
WORK IN THE PUBLIC RIGHT—OF-WAY.

ALL WORK IN THE PUBLIC RIGHT-OF-WAY TO CONFORM TO
STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION
(CURRENT EDITION) AND AS AMENDMENTS AND SPECIFICATIONS BY
MJPA.

GC TO PROVIDE NECESSARY TRAFFIC CONTROL/MANAGEMENT PLAN
FOR PERMITS.

EXISTING UTILITIES SHOWN HEREON MAY REQUIRE ADJUSTMENT TO
FINAL FINISH GRADE

EXISTING MONITORING WELLS LOCATED THROUGHOUT THE SITE WILL
BE REMOVED, RELOCATED, AND/OR ADJUSTED TO FINAL FINISH
GRADE.

GC SHALL COORDINATE WITH LANDSCAPE PLANS TO ACHIEVE FINISH
GRADES SHOWN HEREON. (FINISH L/S GRADES TYPICALLY 17 — 2"
BELOW ADJACENT HARDSCAPE FEATURES).

SIGNING, STRIPING, AND PAVEMENT MARKING SHOWN HEREON ARE
FOR REFERENCE; SEE ARCHITECTURAL PLANS FOR DETAILS.

SEE ARCHITECTURAL PLANS FOR SITE LIGHTING.

DETECTABLE WARNINGS SHOWN AT LOCATIONS SHOWN HEREON
SHALL BE FEDERAL YELLOW CONFORMING TO CBC.

ALL NON-METALLIC UNDERGROUND CONDUIT AND PIPE SHALL BE
INSTALLED WITH CHRISTY'S (OR APPROVED EQUAL) DETECTABLE
TAPE.

PRVATE WATER AND SEWER PIPE INSTALLATION SHALL MAINTAIN:

12.1. 1" HORIZONTAL SEPARATION (WALL TO WALL)
12.2. WATER CROSSES OVER SEWER WITH MIN. 1’ VERTICAL
SEPARATION

13.

LANDSCAPING SHOWN HEREON PER SEPARATE PLANS, PREPARED BY
QUALIFIED LANDSCAPE DESIGN PROFESSIONAL

13.1. PLANT SELECTION SHALL AVOID CREATION OF WILDLIFE

13.2.

13.3.

13.4,

14,

SN

ATTRACTANTS WHICH MAY BE HAZARDOUS TO AVIATION.
LANDSCAPE VEGETATION SUPPLIED AND INSTALLED SHALL BE IN
ACCORDANCE WITH SITE SPECIFIC LANDSCAPE PLANS.

ANY PLANT MATERIAL NOT IDENTIFIED ON PLANS SHOULD BE
APPROVED BY AN FAA-QUALIFIED AIRPORT WILDLIFE BIOLOGIST.

LANDSCAPED AREAS SHALL HAVE DRIP OR SPRAY IRRIGATION
INSTALLED PER SITE SPECIFIC LANDSCAPE PLANS.

GRADING AND LANDSCAPING SHALL BE INSTALLED IN A MANNER TO
AVOID CREATION OF STANDING WATER AREAS (WILDLIFE ATTRACTANT.)
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CONSTRUCTION NOTES:

@ CONSTRUCT 6" CONCRETE CURB & GUTTER RVERSIDE CO. STD. 200

(1) CONSTRUCT SECURTTY FENCE PER AR FORCE STANDARD

N
g
/ & >
g
5 / [ ] (10 CcONSTRUCT AC PAUING FOR PERMETER PATROL ROAD

GENERAL NOTES:

1.

2

13.

14,

GC SHALL AT MINIMUM FOLLOW AND IMPLEMENT BMP
RECOMMENDATIONS AS OUTLINED BY CASQA FOR WORK.
GC TO OBTAIN NECESSARY ENCROACHMENT PERMIT FOR ANY/ALL
WORK IN THE PUBLIC RIGHT—OF—-WAY.
ALL WORK IN THE PUBLIC RIGHT-OF-WAY TO CONFORM TO
STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION
(CURRENT EDITION) AND AS AMENDMENTS AND SPECIFICATIONS BY
MJPA.
GC TO PROVIDE NECESSARY TRAFFIC CONTROL/MANAGEMENT PLAN
FOR PERMITS.
EXISTING UTILITIES SHOWN HEREON MAY REQUIRE ADJUSTMENT TO
FINAL FINISH GRADE
EXISTING MONITORING WELLS LOCATED THROUGHOUT THE SITE WILL
BE REMOVED, RELOCATED, AND/OR ADJUSTED TO FINAL FINISH
GRADE.
GC SHALL COORDINATE WITH LANDSCAPE PLANS TO ACHIEVE FINISH
GRADES SHOWN HEREON. (FINISH L/S GRADES TYPICALLY 1" — 2"
BELOW ADJACENT HARDSCAPE FEATURES).
SIGNING, STRIPING, AND PAVEMENT MARKING SHOWN HEREON ARE
FOR REFERENCE; SEE ARCHITECTURAL PLANS FOR DETAILS.
SEE ARCHITECTURAL PLANS FOR SITE LIGHTING.
DETECTABLE WARNINGS SHOWN AT LOCATIONS SHOWN HEREON
SHALL BE FEDERAL YELLOW CONFORMING TO CBC.
ALL NON-METALLIC UNDERGROUND CONDUIT AND PIPE SHALL BE
INSTALLED WITH CHRISTY'S (OR APPROVED EQUAL) DETECTABLE
TAPE.
PRVATE WATER AND SEWER PIPE INSTALLATION SHALL MAINTAIN:
12.1. 1" HORIZONTAL SEPARATION (WALL TO WALL)
12.2. WATER CROSSES OVER SEWER WITH MIN. 1’ VERTICAL
SEPARATION
LANDSCAPING SHOWN HEREON PER SEPARATE PLANS, PREPARED BY
QUALIFIED LANDSCAPE DESIGN PROFESSIONAL
13.1. PLANT SELECTION SHALL AVOID CREATION OF WILDLIFE
ATTRACTANTS WHICH MAY BE HAZARDOUS TO AVIATION.

13.2. LANDSCAPE VEGETATION SUPPLIED AND INSTALLED SHALL BE IN
ACCORDANCE WITH SITE SPECIFIC LANDSCAPE PLANS.

13.3. ANY PLANT MATERIAL NOT IDENTIFIED ON PLANS SHOULD BE
APPROVED BY AN FAA-QUALIFIED AIRPORT WILDLIFE BIOLOGIST.

13.4. LANDSCAPED AREAS SHALL HAVE DRIP OR SPRAY IRRIGATION
INSTALLED PER SITE SPECIFIC LANDSCAPE PLANS.

GRADING AND LANDSCAPING SHALL BE INSTALLED IN A MANNER TO
AVOID CREATION OF STANDING WATER AREAS (WILDLIFE ATTRACTANT.)
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DATE: 1/23/2023

CHECKED: JB  DRAWN:NS

DRAWING FILE: 20-522 CG
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SCALE: AS SHOWN
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Jan 23 2023 5:50pm, CFG:

Jan 23 2023 5:35pm PLOTTED BY: JAY, ON:

FILENAME: M:\2020\20-522 Riverside Meridian Base D1 Parcel\CG\20—522 cg102—107 cg.dwg, LAST SAVED ON:
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CONSTRUCTION NOTES:

CONSTRUCT AIRCRAFT AC SHOULDER PAVEMENT PER GEO-TECH
RECOMMENDATIONS

CONSTRUCT AIRCRAFT PCC PAVEMENT PER GEO-TECH
RECOMMENDATIONS

CONSTRUCT PCC PAVEMENT PER GEO-TECH RECOMMENDATIONS
CONSTRUCT 6" CONCRETE CURB & GUTTER RIVERSIDE CO. STD. 200
CONSTRUCT DROP INLET 3’ UN.O.

CONSTRUCT FENCE AND/OR GATE PER ARCHITECT PLANS

CONSTRUCT DUMP STATION, 4,000 PSI PCC 6°PCC/6"AB 0.50 MAX.
W/C RATIO. 6" CURBS POSITIVE DRAINAGE AWAY FROM DUMP AREA.

GENERAL NOTES:

1.

2.

13.

14,

GC SHALL AT MINIMUM FOLLOW AND IMPLEMENT BMP
RECOMMENDATIONS AS OUTLINED BY CASQA FOR WORK.

GC TO OBTAIN NECESSARY ENCROACHMENT PERMIT FOR ANY/ALL
WORK IN THE PUBLIC RIGHT—OF—WAY.

ALL WORK IN THE PUBLIC RIGHT—OF-WAY TO CONFORM TO
STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION
(CURRENT EDITION) AND AS AMENDMENTS AND SPECIFICATIONS BY
MJPA.

GC TO PROVIDE NECESSARY TRAFFIC CONTROL/MANAGEMENT PLAN
FOR PERMITS.

EXISTING UTILITIES SHOWN HEREON MAY REQUIRE ADJUSTMENT TO
FINAL FINISH GRADE

EXISTING MONITORING WELLS LOCATED THROUGHOUT THE SITE WILL
BE REMOVED, RELOCATED, AND/OR ADJUSTED TO FINAL FINISH
GRADE.

GC SHALL COORDINATE WITH LANDSCAPE PLANS TO ACHIEVE FINISH
GRADES SHOWN HEREON. (FINISH L/S GRADES TYPICALLY 1" - 2"
BELOW ADJACENT HARDSCAPE FEATURES).

SIGNING, STRIPING, AND PAVEMENT MARKING SHOWN HEREON ARE
FOR REFERENCE; SEE ARCHITECTURAL PLANS FOR DETALS.

SEE ARCHITECTURAL PLANS FOR SITE LIGHTING.

DETECTABLE WARNINGS SHOWN AT LOCATIONS SHOWN HEREON
SHALL BE FEDERAL YELLOW CONFORMING TO CBC.

ALL NON-METALLIC UNDERGROUND CONDUIT AND PIPE SHALL BE
INSTALLED WITH CHRISTY'S (OR APPROVED EQUAL) DETECTABLE
TAPE.

PRIVATE WATER AND SEWER PIPE INSTALLATION SHALL MAINTAIN:

12.1. 1" HORIZONTAL SEPARATION (WALL TO WALL)
12.2. WATER CROSSES OVER SEWER WITH MIN. 1" VERTICAL
SEPARATION

LANDSCAPING SHOWN HEREON PER SEPARATE PLANS, PREPARED BY
QUALIFIED LANDSCAPE DESIGN PROFESSIONAL
13.1. PLANT SELECTION SHALL AVOID CREATION OF WILDLIFE
ATTRACTANTS WHICH MAY BE HAZARDOUS TO AVIATION.
13.2. LANDSCAPE VEGETATION SUPPLIED AND INSTALLED SHALL BE IN
ACCORDANCE WITH SITE SPECIFIC LANDSCAPE PLANS.
13.3. ANY PLANT MATERIAL NOT IDENTIFIED ON PLANS SHOULD BE
APPROVED BY AN FAA-QUALIFIED AIRPORT WILDLIFE BIOLOGIST.
13.4. LANDSCAPED AREAS SHALL HAVE DRIP OR SPRAY IRRIGATION
INSTALLED PER SITE SPECIFIC LANDSCAPE PLANS.
GRADING AND LANDSCAPING SHALL BE INSTALLED IN A MANNER TO
AVOID CREATION OF STANDING WATER AREAS (WILDLIFE ATTRACTANT.)
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CONSTRUCT PCC PAVEMENT PER GEO-TECH RECOMMENDATIONS
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CONSTRUCT 6” CONCRETE CURB

CONSTRUCT MODIFIED CURB OPENING CATCH BASIN WITH HIGH-FLOW
BYPASS ORIFICE
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CONSTRUCT PCC WALKWAY, REFER TO ARCH. L/S PLANS FOR COLOR,
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CONSTRUCT FENCE AND/OR GATE PER ARCHITECT PLANS
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CONSTRUCT SCREEN WALL PER ARCHITECT'S PLANS
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CONSTRUCT SD HEADWALL STRUCTURE WITH DEBRIS RACK
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CONSTRUCT CMU RETAINING WALL
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CONSTRUCT CURB RAMP PER CITY OF MORENO VALLEY STANDARD
MVSI-114A

GENERAL NOTES:

1. GC SHALL AT MINIMUM FOLLOW AND IMPLEMENT BMP
RECOMMENDATIONS AS OUTLINED BY CASQA FOR WORK.

2. GC TO OBTAIN NECESSARY ENCROACHMENT PERMIT FOR ANY/ALL
WORK IN THE PUBLIC RIGHT—OF-WAY.

3. ALL WORK IN THE PUBLIC RIGHT-OF-WAY TO CONFORM TO
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s% %, a- / BASIN (SEE SD PLANS,

STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION

(CURRENT EDITION) AND AS AMENDMENTS AND SPECIFICATIONS BY
MJPA.

4. GC TO PROVIDE NECESSARY TRAFFIC CONTROL/MANAGEMENT PLAN
FOR PERMITS.

COVERED: TRASH
ENCLOSURE PER
ARCH. PLANS

DATE:

5. EXISTING UTILITIES SHOWN HEREON MAY REQUIRE ADJUSTMENT TO
FINAL FINISH GRADE

6. EXISTING MONITORING WELLS LOCATED THROUGHOUT THE SITE WILL
BE REMOVED, RELOCATED, AND/OR ADJUSTED TO FINAL FINISH
GRADE.

7. GC SHALL COORDINATE WITH LANDSCAPE PLANS TO ACHIEVE FINISH
GRADES SHOWN HEREON. (FINISH L/S GRADES TYPICALLY 1" — 2"
BELOW ADJACENT HARDSCAPE FEATURES).

8. SIGNING, STRIPING, AND PAVEMENT MARKING SHOWN HEREON ARE
FOR REFERENCE; SEE ARCHITECTURAL PLANS FOR DETALS.

9. SEE ARCHITECTURAL PLANS FOR SITE LIGHTING.

10.  DETECTABLE WARNINGS SHOWN AT LOCATIONS SHOWN HEREON
SHALL BE FEDERAL YELLOW CONFORMING TO CBC.

11, ALL NON-METALLIC UNDERGROUND CONDUIT AND PIPE SHALL BE
INSTALLED WITH CHRISTY'S (OR APPROVED EQUAL) DETECTABLE
TAPE.

SITE 7 REMEDIATION
AREA (NAP.)
CONTAMINATED SOIL

12. PRATE WATER AND SEWER PIPE INSTALLATION SHALL MAINTAIN:
12.1. 1" HORIZONTAL SEPARATION (WALL TO WALL)

NO.: |REVISION:

12.2. WATER CROSSES OVER SEWER WITH MIN. 1’ VERTICAL
SEPARATION

13, LANDSCAPING SHOWN HEREON PER SEPARATE PLANS, PREPARED BY
QUALIFIED LANDSCAPE DESIGN PROFESSIONAL
13.1. PLANT SELECTION SHALL AVOID CREATION OF WILDLIFE
ATTRACTANTS WHICH MAY BE HAZARDOUS TO AVIATION.

13.2. LANDSCAPE VEGETATION SUPPLIED AND INSTALLED SHALL BE IN
ACCORDANCE WITH SITE SPECIFIC LANDSCAPE PLANS.

13.3. ANY PLANT MATERIAL NOT IDENTIFIED ON PLANS SHOULD BE
APPROVED BY AN FAA-QUALIFIED AIRPORT WILDLIFE BIOLOGIST.

13.4. LANDSCAPED AREAS SHALL HAVE DRIP OR SPRAY IRRIGATION
INSTALLED PER SITE SPECIFIC LANDSCAPE PLANS.

14.  GRADING AND LANDSCAPING SHALL BE INSTALLED IN A MANNER TO
AVOID CREATION OF STANDING WATER AREAS (WILDLIFE ATTRACTANT.)
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(1) CONSTRUCT PCC WALKWAY, REFER TO ARCH. L/S PLANS FOR COLOR,

CONSTRUCTION NOTES:

@ CONSTRUCT DRIVEWAY PER CITY OF MORENO VALLEY STANDARD
MVsI-112C

SCORING, AND FINNISH
CONSTRUCT FENCE AND/OR GATE PER ARCHITECT PLANS

CONSTRUCT CURB RAMP PER CITY OF MORENO VALLEY STANDARD
MVSI-114A

GENERAL NOTES:
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1. GC SHALL AT MINIMUM FOLLOW AND IMPLEMENT BMP
RECOMMENDATIONS AS OUTLINED BY CASQA FOR WORK.

2. GC TO OBTAIN NECESSARY ENCROACHMENT PERMIT FOR ANY/ALL
WORK IN THE PUBLIC RIGHT—OF—WAY.

3. ALL WORK IN THE PUBLIC RIGHT-OF-WAY TO CONFORM TO
STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION
(CURRENT EDITION) AND AS AMENDMENTS AND SPECIFICATIONS BY

MJPA.

4. GC TO PROVIDE NECESSARY TRAFFIC CONTROL/MANAGEMENT PLAN
FOR PERMITS.

5. EXISTING UTILITIES SHOWN HEREON MAY REQUIRE ADJUSTMENT TO
FINAL FINISH GRADE

6. EXISTING MONITORING WELLS LOCATED THROUGHOUT THE SITE WILL
BE REMOVED, RELOCATED, AND/OR ADJUSTED TO FINAL FINISH
GRADE.

7. GC SHALL COORDINATE WITH LANDSCAPE PLANS TO ACHIEVE FINISH
GRADES SHOWN HEREON. (FINISH L/S GRADES TYPICALLY 1" - 2"
BELOW ADJACENT HARDSCAPE FEATURES).

8. SIGNING, STRIPING, AND PAVEMENT MARKING SHOWN HEREON ARE
FOR REFERENCE; SEE ARCHITECTURAL PLANS FOR DETALS.

9. SEE ARCHITECTURAL PLANS FOR SITE LIGHTING.

10.  DETECTABLE WARNINGS SHOWN AT LOCATIONS SHOWN HEREON
SHALL BE FEDERAL YELLOW CONFORMING TO CBC.

11, ALL NON-METALLIC UNDERGROUND CONDUIT AND PIPE SHALL BE
INSTALLED WITH CHRISTY'S (OR APPROVED EQUAL) DETECTABLE
TAPE.

12.  PRIVATE WATER AND SEWER PIPE INSTALLATION SHALL MAINTAIN:

12.1. 1" HORIZONTAL SEPARATION (WALL TO WALL)
12.2. WATER CROSSES OVER SEWER WITH MIN. 1° VERTICAL
SEPARATION

13.  LANDSCAPING SHOWN HEREON PER SEPARATE PLANS, PREPARED BY
QUALIFIED LANDSCAPE DESIGN PROFESSIONAL
13.1. PLANT SELECTION SHALL AVOID CREATION OF WILDLIFE
ATIRACTANTS WHICH MAY BE HAZARDOUS TO AVIATION.

13.2. LANDSCAPE VEGETATION SUPPLIED AND INSTALLED SHALL BE IN
ACCORDANCE WITH SITE SPECIFIC LANDSCAPE PLANS.

13.3. ANY PLANT MATERIAL NOT IDENTIFIED ON PLANS SHOULD BE
APPROVED BY AN FAA—QUALIFIED AIRPORT WILDLIFE BIOLOGIST.

13.4. LANDSCAPED AREAS SHALL HAVE DRIP OR SPRAY IRRIGATION
INSTALLED PER SITE SPECIFIC LANDSCAPE PLANS.

14, GRADING AND LANDSCAPING SHALL BE INSTALLED IN A MANNER TO
AVOID CREATION OF STANDING WATER AREAS (WILDLIFE ATTRACTANT.)
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NOTE:
STORM DRAIN VIDEO SHALL BE SUBMITTED TO THE MJPA PUBLIC WORKS
ENGINEER FOR REVIEW AND APPROVAL PRIOR TO PAVEMENT CAPPING .
OR_CONCRETING. CONSTRUCTION NOTES
NOTE:
ON—SITE STORM DRAINAGE FACILITIES SHALL BE PRIVATELY MAINTAINED.

REQUIRED), TRENCH AND BEDDING PER STANDARD DETAILS

NOTE:

THE ONSITE WQMP SYSTEM/EQUIPMENT SHALL BE INSPECTED AND
CERTIFIED BY MJPA

REQUIRED), TRENCH AND BEDDING PER STANDARD DETAILS

® ® ©

NOTE: REQUIRED), TRENCH AND BEDDING PER STANDARD DETAILS

CONTRACTOR IS RESPONSIBLE FOR EXCAVATION, BEDDING, BACKFILL
AND ALL CONSTRUCTION COSTS RELATED TO INSTALLATION OF PIPE TO
MEET MANUFACTURER'S INSTALLATION RECOMMENDATIONS AND
GEOTECHNICAL RECOMMENDATIONS BASED UPON CONDITIONS SPECIFIC
TO THIS PROJECT AND CONTRACTOR PRODUCT SUBMITTAL APPROVED
BY CIVIL ENGINEER.

CONSTRUCT MANHOLE PER SPPWC STD. 321-2
CONSTRUCT CATCH BASIN PER GRADING PLANS

SISIOI®)

FOR THE UNDERGROUND STORAGE SYSTEM CONTRACTOR CAN PROPOSE CONSTRUCT HEADWALL STRUCTURE PER CALTRANS STD. NO. D89

ALTERNATE PIPE MATERIALS/LAYOUT PENDING APPROVAL BY OWNER,
ENGINEER AND MJPA. CONTRACTOR IS RESPONSIBLE FOR FUNDING ANY
POTENTIAL AGENCY FEES FOR REVIEW/APPROVAL OF AN ALTERNATE
SYSTEM AND FOR COST OF ENGINEER DESIGN REVIEW/PLAN
MODIFICATION. PLEASE NOTE THAT ALTERNATIVE PRODUCTS/LAYOUTS
WILL NEED TO MEET OR EXCEED STORAGE CAPACITY, STRUCTURAL
CAPACITY AND HYDRAULIC PERFORMANCE AS DETERMINED BY ENGINEER
TO BE DEEMED ACCEPTABLE. CONTRACTOR IS RESPONSIBLE FOR ALL
COSTS ASSOCIATED WITH PROPOSED DESIGN ALTERNATIVE (FOR
EXAMPLE REMOVAL OF BEDROCK DURING EXCAVATION OF ALTERNATE
LAYOUT). CONTRACTOR IS ALSO RESPONSIBLE FOR TIME REQUIRED FOR
REVIEW AND PROCESSING OF ALTERNATE DESIGN.

INSTALL 18" HDPE STORM DRAIN PIPE (WATERTIGHT JOINTS WITH BENDS & FITTINGS AS

INSTALL 24” HDPE STORM DRAIN PIPE (WATERTIGHT JOINTS WITH BENDS & FITTINGS AS

INSTALL 36" RCP STORM DRAIN PIPE (WATERTIGHT JOINTS & BENDS & FITTINGS AS

CONSTRUCT MODIFIED MANHOLE STRUCTURE PER RCFC & WCD STD. NO. MH253
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CONSTRUCTION NOTES:

®

NOTE:

STORM DRAIN VIDEO SHALL BE SUBMITTED TO THE MJPA PUBLIC WORKS
ENGINEER FOR REVIEW AND APPROVAL PRIOR TO PAVEMENT CAPPING
OR_CONCRETING.

NOTE:
ON—SITE STORM DRAINAGE FACILITIES SHALL BE PRIVATELY MAINTAINED.

® ® ©

NOTE:

THE ONSITE WQMP SYSTEM/EQUIPMENT SHALL BE INSPECTED AND
CERTIFIED BY MJPA
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DETAIL '1'

SCALE: 1" = 20"

NOTE:

CONTRACTOR IS RESPONSIBLE FOR EXCAVATION, BEDDING, BACKFILL
AND ALL CONSTRUCTION COSTS RELATED TO INSTALLATION OF PIPE TO
MEET MANUFACTURER'S INSTALLATION RECOMMENDATIONS AND
GEOTECHNICAL RECOMMENDATIONS BASED UPON CONDITIONS SPECIFIC
TO THIS PROJECT AND CONTRACTOR PRODUCT SUBMITTAL APPROVED
BY CIVIL ENGINEER.

FOR THE UNDERGROUND STORAGE SYSTEM CONTRACTOR CAN PROPOSE
ALTERNATE PIPE MATERIALS/LAYOUT PENDING APPROVAL BY OWNER,
ENGINEER AND MJPA. CONTRACTOR IS RESPONSIBLE FOR FUNDING ANY
POTENTIAL AGENCY FEES FOR REVIEW/APPROVAL OF AN ALTERNATE
SYSTEM AND FOR COST OF ENGINEER DESIGN REVIEW/PLAN
MODIFICATION. PLEASE NOTE THAT ALTERNATIVE PRODUCTS/LAYOUTS
WILL NEED TO MEET OR EXCEED STORAGE CAPACITY, STRUCTURAL
CAPACITY AND HYDRAULIC PERFORMANCE AS DETERMINED BY ENGINEER
TO BE DEEMED ACCEPTABLE. CONTRACTOR IS RESPONSIBLE FOR ALL
COSTS ASSOCIATED WITH PROPOSED DESIGN ALTERNATIVE (FOR
EXAMPLE REMOVAL OF BEDROCK DURING EXCAVATION OF ALTERNATE
LAYOUT). CONTRACTOR IS ALSO RESPONSIBLE FOR TIME REQUIRED FOR
REVIEW AND PROCESSING OF ALTERNATE DESIGN.

QEGO®E ®OG®GOB®

INSTALL 12" HDPE STORM DRAIN PIPE (WATERTIGHT JOINTS WITH BENDS & FITTINGS AS
REQUIRED), TRENCH AND BEDDING PER STANDARD DETAILS

INSTALL 18" HDPE STORM DRAIN PIPE (WATERTIGHT JOINTS WITH BENDS & FITTINGS AS
REQUIRED), TRENCH AND BEDDING PER STANDARD DETAILS

INSTALL 30" HDPE STORM DRAIN PIPE (WATERTIGHT JOINTS WITH BENDS & FITTINGS AS
REQUIRED), TRENCH AND BEDDING PER STANDARD DETAILS

INSTALL 36" RCP STORM DRAIN PIPE (WATERTIGHT JOINTS & BENDS & FITTINGS AS
REQUIRED), TRENCH AND BEDDING PER STANDARD DETAILS

CONSTRUCT MODIFIED MANHOLE STRUCTURE PER RCFC & WCD STD. NO. MH253
CONSTRUCT MANHOLE PER SPPWC STD. 321-2

CONSTRUCT CATCH BASIN PER GRADING PLANS

INSTALL UNDERGROUND DETENTION SYSTEM, SIZE PER PLAN

INSTALL MODULAR WETLAND UNIT, SIZE PER PLAN

CONSTRUCT WATER QUALITY SUMP PUMP STRUCTURE & PUMPS ON RAIL SYSTEM

CONSTRUCT DUPLEX SD LIFT STATION JENSEN 472 (OR EQUAL) WITH HOMA PUMPS 0.5
CFS WITH 15’ HEADLOSS

CONSTRUCT 8" PVC SDFM WITH RESTRAINED JOINTS
INSTALL STORM DRAIN CONNECTION FLAP GATE
CONSTRUCT MANHOLE WITH STEEL WEIR PLATE
CONSTRUCT CONCRETE WET VAULT SIZE PER PLAN

CONSTRUCT 30" RCP STORM DRAIN CULVERT
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Line Table
Line # | Length Direction
L2 345.61" | N18°09'25.24"W
L8 86.02° | N28'09'13.58"W
L7 32.03' | N8'38'30.40°E
L6 51.75" | N45'26"14.38°E
LS 290.78’ | NO'26'14.38"E
L4 179.90' | N28'09'13.58"W
L3 94.35' | N16'50'46.42"E
u 139.01" | N3004'42.42"W
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PUBLIC WATER NOTES:

ALL PUBLIC WATER CONSTRUCTION WILL BE PER SEPARATE PUBLIC
UTILITY PLANS.

LOCATE AND CONNECT TO EXISTING WMWD LINE.

EXISTING DOUBLE CHECK VALVE TO BE REMOVED AND/OR RELOCATED
PER WMWD PLANS.

(2) EXISTING WMWD WATER LINE TO BE ABANDONED IN PLACE (REMOVED

®@ @

® ©

@@ ®

/CRUSHED IN PLACE UNDER BUILDING AS PER GEO-TECHNICAL
RECOMMENDATIONS)

MAKE DUAL 12" WATER LINE CONNECTION TO EX. EMWD/WMWD
INTER-TIE FINAL DESIGN SUBJECT TO WMWD APPROVAL.

INSTALL 12" C-900 (DR-14) PVC WATER PIPELINE PER WMWD STD.
DWGS. W-1540 & W-1550 WITH BENDS AND FITTINGS AS REQUIRED.
FULLY RESTRAIN ALL JOINTS.

INSTALL FIRE DEPARTMENT SERVICE CONNECTION PER WMWD. STD.
W-0530P1.

INSTALL 2” DOMESTIC SERVICE WITH METER BOX AND ANGLE METER
STOP PER WMWD STD. W-0110.

INSTALL 6” SUPER FIRE HYDRANT PER WMWD STD. W-0610 AND PER
COUNTY OF RIVERSIDE STD. 701.

CONSTRUCT CONCRETE ENCASEMENT PER WMWD STD. W-1040.

INSTALL 1” DOMESTIC SERVICE WITH METER BOX AND ANGLE METER
STOP PER WMWD STD. W-0110.

GENERAL NOTES:

1.

®

® ®®06

& =
3 CONNECT(T0_ EXISTING
\ej Orvawo/eo . f
1 >
3
g

GC SHALL AT MINIMUM FOLLOW AND IMPLEMENT BMP
RECOMMENDATIONS AS OUTLINED BY CASQA FOR WORK.

GC TO OBTAIN NECESSARY ENCROACHMENT PERMIT FOR ANY/ALL
WORK IN THE PUBLIC RIGHT-OF-WAY.

ALL WORK IN THE PUBLIC RIGHT-OF-WAY TO CONFORM TO STANDARD
SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION (CURRENT EDITION)
AND AS AMENDMENTS AND SPECIFICATIONS BY MJPA.

GC TO PROVIDE NECESSARY TRAFFIC CONTROL/MANAGEMENT PLAN FOR
PERMITS.

GC TO COORDINATE WITH PUBLIC WORKS DEPARTMENT FOR FIELD
WALK TO IDENTIFY LIMITS OF DEMOLITION IN THE PUBLIC
RIGHT-OF—WAY PRIOR TO COMMENCING ANY DEMOLITION WORK IN
PUBLIC ROW.

ALL PUBLIC WATER LINE SHALL CONFORM TO WESTERN MUNICIPAL
WATER DISTRICT SPECIFICATIONS AND STANDARDS.

FIRE SERVICES AND LOOPS SHOWN HEREON FOR REFERENCE AND
WILL BE PER FIRE PROTECTION SPECIALIST LAYOUT.

ALL NON—METALLIC UNDERGROUND CONDUIT AND PIPE SHALL BE
INSTALLED WITH CHRISTY'S (OR APPROVED EQUAL) DETECTABLE TAPE.

PRNVATE WATER AND SEWER PIPE INSTALLATION SHALL MAINTAIN:

9.1. 1" HORIZONTAL SEPARATION (WALL TO WALL)
9.2. WATER CROSSES OVER SEWER WITH MIN. 1" VERTICAL SEPARATION

PRIVATE WATER NOTES:

INSTALL 8" C-900 (DR-14) PVC FIRE-WATER PIPELINE PER WMWD STD.
DWGS. W-1540 & W-1550 WITH BENDS AND FITTINGS AS REQUIRED. FULLY
RESTRAIN ALL JOINTS.

INSTALL RPPD PER WMWD STD. W-0110A.
INSTALL WATER SERVICE PIPE WITH BEDDING PER WMWD STD. W-1540

INSTALL PRIVATE 6" SUPER FIRE HYDRANT PER WMWD STD. W-0610 AND PER
COUNTY OF RIVERSIDE STD. 701.

INSTALL HOSE CONNECTION WITH VACUUM BREAKER ASSEMBLY,

INTERCONI
J N~
7] (Y
GLE
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